EPORT
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No. : MW10-00029-A1

Customer Name : ALKAMEDI Co., Ltd. Date of Test : Jun. 14, 2010

Address : #799, Gwanyang-dong, Dongan-gu, Anyang-si, Gyeonggi-do, Korea Receipt Date : May. 18, 2010

Test Sample : Carbon Filter

Test Results
Item Unit In-Flow Conc. Out flow result Removal Rate(%)
02777 3800L 0.0120 96
0.2419 4000 L 0.0150 94
Available Capacity
(chloroform) mg/L 0.2361 4200 L 0.0215 91
0.2467 4400 L 0.0210 91
0.2504 4600 L 0.0300 88
*Water Pressure : 1.5 kgffor
Water purifier designation nolmcatlcn
Test Method (Ministry of 2010-5)

Our report apply only to the standards or procedures identified and to sample(s) tested unless otherwise
specified. The test results are not indicative of representative of the qualities of the lot from which the sample
was taken or of apparently identical or similar products.
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Korea Environment & Merchandise Testing Institute

President Joung Gyoon Lim g @ M

Address :  153-803 459-28, Gasan-Dong, Geumcheon-Gu, Seoul, Korea  82-2-2102-2500
Result Inquiry :  Environment Testing Department ~ 82-2-2102-2591~2593
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